
' $tomer Union Carbide City Sisterville State West Virginia 

LOCATION OF TRANSFORMER L!£j NUMBER 18 

0 Indoor !In Outdoor 0 Roof A ubsl<~lion Name or Number 

w_EP~ota_ry Ki 1 n Scru:::b:.:b:.::e:.::r _____ _ ~ ~ GrQund 0 Platform Ft. 0 Pole 
® 

! Unit Or Tag Number 
I NAMEPlATE INFORMATION rn Oil 
I NWL I Ma~ufacturer ..... -

79
_
334 

____ . _________ _ 
1 Senal Number·-·-----·-·-·---·-----­

. KVA Rating__ 13 

140 1:!.1 
Primary Volt"----·------- Gal.------ O Askarel 

Secondary Volts--·--------­

Phase/Cycle 

lmpedence -------­

Other 

Radiators _ 0 Yes I]! No 

I Fans .. ___ O Yes [1J No 

! H 20 Cooled 0 Yes [jJ No 

Conservator Tank DYes -lil No 

Tap Changer Comp. 0 Yes !XI No 

Bushings: O Top lXI Side 

Top Valve _........;.~a..u __ _ 

Bottom Volve--.:cJs.._'_' __ _ 

Other Access 

A<:cessibility- Pow~• on Power off 

Testing 0 0 
ReRef. 0 0 
Other 

j RcRefining Parking § ~".: Hose distnnce 0 Yes I D 220/240 
Feet Power 3 0 No Vo tilge 0 440/480 

TRANSFORMER LIQUID TEST DATA 
DAlE Se-t viC<' lEVEl lrMP. P·v DIEL ACID 1Ft COLOR SPECIFIC VISUAL LEAKS PAINT Oil RECOMMEND \ GRAVITY CLASS 

i 1 6/79 AK - - - 40 0.01 37.2 0.5 0.86C Clr Good Retest 1 yr 
. 2 6/8 MTL N 30 - 40 0.02 37.0 0.5 0.880 Clr None Good Good Retest 1 yr 

:) 7/ WAT R CO ~TENT TESTE£ BY KJI RL FIS ~HER 55.9 PPM 
--

< 8-8 MTL N 32 - 45 0.02 38.1 0.5 0.880 Clr None Good Good Retest 1 yr 
5 9-81 KF WATEJ CONTE NT TEC TED Y KAR FISC HER 25 PPM Water 

9/82 MTI N 29 3q 0 .. 0? :t? 11 0.5 0.870 Clr None Good Good Retest 1 vr. 
I 
. 7 

1 8 

l 9 

' 
: :o 
' . 
jtl 
112 
I 

! 13 

I J.t 
!. 

15 

II:. 

11 
----- -· 

IU 

19 

20 
---

21 

n 

J 
-- ---

24 1979 . SUN ( HIO TE STED OR P B ~NOER 500 PPM 
15 7179 PCB CON~ENT T STED E Y ELEC TRON t APTURI N.D. Green Label 

transformer Dlv. of S. D. MYERS. INC. norroooonnfl.o..Cjlllilf}-nD 
P.O. Box 3575, Akron, Ohio 44310 Phone (216) 929-2847 L!DL!U QlJUUUIJm . .UUUI..!LJ.C:V 

MPM0000401 

EPA005371 



,. "" 
• ~.;:;1omer Union Carbide City Sisterville State West Virginia 

LOCATION OF TRANSFORMER L!£jNUMBE!j£9 ____ __ 

. 'ub~tation Name or Number---------

~pJ:_Rot.ar_y_KUn_Scr.ubber. ____ _ 
0 Indoor 

g) Ground 

Ol Outdoor 0 Roof 

0 Pole 0 Platform Ft, 

Unit Or Tag Number 

NAMEPLATE INFORMATION 
Manufacturer _ _,N=Wl.__ _______ _ Primary Volt•---------­

Secondary Volts---·-------­

Phase/Cycle 

Gal. 140 
1i1 Oil 
0 Askarel 

Serial Number ____ 7.9::.J~30>!5. _____ _ lmpedence -------­

Other KVA Rating .... 13 

Radiators __ 0 Yes (]9 No 

Fans -------- 0 Yes []I No 

L.lt 
Conserve~tor Tenk DYes -00 No Top Valve _"ll.:,._ ____ Accessibility- PowN on Power off 

~" Testing 0 0 
Tap Changer Comp. DYes 00 No Bottom Valve _____ ReRef. o p 

H20 Cooled 0 Ye$ []I No 8u$hings: 0 Top 00 Side Other Access Other 

RcRefining Parking 8 ~~· Hose distance 

TRANSFORMER LIQUID TEST DATA 
DATE Scrvict• lEVH TrMP, P'V OIEL ACID 1fT COlOR SPECIFIC VISUAL lEAKS PAINT OIL RECOMMEND GRAVITY CLASS 

l 6/79 AK - - - 36 0.01 38.9 0.5 0.860 Clr Good Retest 1 yr 

2 f..IR() MTI N :n 36 0 .. 02 3R.6 0 5 10.880 Clr None Good Good Retest 1 vr --
3 .JJ.BfJ WAT :R Nlt:N TESTE£ BY KJ tRl FIS CHER 41.5 PPM -
•. 8-81 MTL N 30 - 41 0.02 39.0 0.5 0.880 Clr None Good Good Retest l yr 

·-- -----
5 9-81 KF WATE R CONl ENT Tl STEO BY KA L fiS CHER 22 PPM Water ---·--

9/B2 MTL N 40 42 0.02 32.1 0.5 0.860 Clr None Good Good Retest 1 ·yr. 
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25 7/79 PCB CON ENT T STEO Y ELE( TRON t APTUR N.D. Green label 

transformer Dlv. of S. D. MYERS. INC. r1D(]J[JI)[ii;lnnfl.o..CEll11'lfl.oi1D 
P.o. Box 3575, Aleron, Ohio 44310 Phone (216) 929-2847 UD C!UUJ.JUlJDwUUUOC!D 

MPM0000402 

EPA005372 



• A 

· J,!Ciomer Union Carbid~ City Sis tervi 11 e State West Virainia 

LOCATION OF TRANSFORMER 68035 11 LiS] NU_M_B_ER _ ___;;:2:..::__0_ 

vbslation Name or Number ---------
____ EP..C____Ro_tary_KUn. .Scr:ubb.er: _____ _ 

0 Indoor 

lKl Ground 

[)Outdoor 0 Roof 

0 Pole 0 Platform Ft. 

Unit Or Tag Number 

NAMEPLATE INFORMATION 
Manufacturer ___ .!!~_':__-_·------ Primarv Voh'--------­

Secondary Volts----------­

Pha~>e/Cycle 

!VI Oil 140 ~ Gat. _______ O Askarel 

Serial Number _____ 7 __ 9- 336 

KVA Rating 13 

Radiators 0 Yes [3 No 

Fans _____ O Yes (1g No 

-- H20 Cooled 0 Yes 01 No 

Conservator Tank0Yes-D\1No 

Tap Changer Comp. 0 Yes !1!1 No 

Bushings: 0 Top {]J Side 

lmpedence -------­

Other 

Top Valve__ J.a" Ar.cessibilily- Power on Pow~:r off 
~...~ Testing ___ .,.!,Oo~..... _ __...~:Do~....._ 

Bottom Valve --:a--- ReRef. ___ ~0=---.--~=0;....__ 

Other Access Other 

RcRefining Parking_ 8 ~"; Hose distance Feet 
0 Yes 0 220/240 

Power 3 0 No Voltoge 0 440/480 

TRANSFORMER LIQUID TEST DATA 
DATE Scorvlce tEVfl TrMP. P.'V OIEL ACID 1FT COlOR SPECIFIC VISUAl lEAK$ PAINT OIL RECOMMEND GRAVITY CLASS 

1 6/79 AK 50 0.01 40 1 0.5 0 .R6( Clr - - Good Retest 1 yr - - -
2 6/RO MTI N 36 - 47 0.02 3R.R 0.5 0.880 Clr NonE Good Good Retest 1 Yr 

3 7/80 WAT R CC NTENT TESTE[ BY KJ RL FIS CHER 37.5 PPM 
• 8-81 MTLI N 38 - 44 0.01 38.0 o.s- 0.880 Clr None Good Good Retest 1 yr 

5 9-81 l!i}__ WATE ~ CONT NT TE ~TED BY KAI L FIS ~HER 21 PPM Water 
---

9/8? _ _!_1TL N 25 28 0.03 31.1 0.5 0.870 Clr None Good Good Retest 1 yr. -
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2~ 7/79 PCE CON ENT T STEO V ELE TRON ~ APTUR N.D. Green label 

Gransformer Div. of S. D. MYERS. INC. nomooroOIJfkl..mnrr(}rofiD 
P.O. Box 3575, Akron, Ohio 44310 Phone (216) 929-2847 llDl!U ru Ul!DCUUUL..I!::lCY) 

;.•: .... },f) 

MPM0000403 

EPA005373 



~ston-ier Union Carbide Corp. City Sisterville State WV 
I LOCATION C?F TRAN.SFORMER 68035 _11 L!£..J NU~!~!! ______ 2 __ 

)ubstarion Name or Number ------------·----

, ___ _!'~den -~ity Warehouse ___ .... ·-·-··-·--~ 
""l~"'"tlJi~~""'l; ~""""·!ft ... , t ..... 'b...,rf ... s5!i'iO[t~0l.,..lf .... .fs'iii'lR }lKl< Indoor o Roof 

0 Outdoor 0 Pole 

fiXGround D Platform Fr. r Unit Or Tag Number .. Spar.e ... L Oe-:-energized..J. I NAMEPLATE INFORMATION 
:Manufacturer NW~------· . Primary Volts -----~-QQ._ ..... 140 U1 Oil 

Gal.--·-·------ 0 Askarel 
Serial Number 2731_~------- ... Secondary Volts---· 2.~ KV.Qk_ ________ _ lmpedence --------
KVA Rating .... 15 - PhaseiCyde Other ___ . 

~adiators !i)xYes 0 No Conservator TankQYe$-IXW'Jo Top Valve_~ Ar.cPssihility-PowN"" Powet oH 

Fans Q Yes !]!XNo 
J.ll Testing C! 

Tap Chang!'r Comp. 0 Yes IX)'No Bottom Valve -..::..L--- ReRef. -: 

H20 Cooled 0 Yes XxJ No Bushings: liO(Top 0 Side Other Access _LL...... Other 

RcRelining Par~ing 
Ve• 

:"" N<> Hose disr.1nce Feet [J Yc$ I 0 220/240 Power 3 0 No Vo fllge 0 440!480 

TRANSFORMER liQUID TEST DATA 
DAIF !j{"/vrC(' LEVH trMP "v OIEl ACID 1FT COlOR SPECifiC VISUAl lEAKS PAINT Oil II£ COMMEND (;I!AVITY CLASS 

l 8-81 MTL N 20 - 42 0.02 39.3 0.5 0.880 Clr None Good Good Retest 1 yr 
7 9-81 KF WATE CONT NT TE ~TEO ~y KAR FIS HER 25 PPM Water 
3 _2.'-Bt _fiT!. r--_N 40 0.02 31.1 b.S 0.870 Clr ~one ~ood Good Retest 1 yr. 
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ON CAF TURf N.D GrPPn I ;thPl '" I 9-81 PCB C NTENT TESTE ~ BY LECTR 
;l1979 SUN 0 110 TE t>TED F ~R PCB UNDE R 500 Pf M 

;ransformer Div. of S. D. MYERS, INC. (i011fl[JD~nnfl.n,.Qfll'1il'f}(itl 
P.O. Box 3575, Akron, Ohio 44310 Phone (216) 929-2847 l!DL!!J Cl!JWUl!!JWUUL!DC!D 

MPM0000404 

EPA005374 


